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OHA - Drinking Water Services -Turbldity Monitoring Report Form ; County: Douglas
Conventional or Direct Filtration Month/Year: Apr21
System Name: City of Yoncalla ID#: 4100958 WIP: TP - A
Day [2:% fm 8\%0] [E%?% [Ef?g (ngT(u].g Highest Reading of the Day * [NTU]
1 off off 0.03 0.04 0.03 off 0.04
2 off off 0.03 0.03 0.03 off 0.03
3 off off 0.03 0.04 0.00 off 0.04
4 off off 0.04 0.04 0.05 off 0.05
8 off off 0.04 0.04 0.03 off | 004
6 off off 0.04 0.03 0.04 off 0.04
7 off off 0.04 0.04 0.04 off 0.04
8 off off 0.03 0.03 0.03 off 0.03
9 off off 0.04 0.03 0.00 ofl 0.04
10 off off 0.04 0.03 0.04 off ! 0.04
11 off off 0.04 0.04 0.04 off E 0.04
12 off off 0.04 0.04 0.04 off 0.04
13 off off 0.04 0.04 0.03 off 0.04
14 off off 0.04 0.04 0.04 off 0.04
15 off off 0.04 0.03 0.03 off I 0.04
16 off off 0.04 0.04 0.04 off 0.04
17 off off 0.04 0.04 0.04 off 0,04
18 off off 0.06 0.04 0.04 off 0.05
19 off off 0.05 0,04 0.04 off 0.05
20 off off 0.0 0.04 0.0 off P 005
21 off off 0.04 0.04 0.04 off i 0.04
22 off off 0.05 0.05 0.05 off " 0.05
23 off off 0.04 0.05 0.05 off 0.05
24 off off 0.05 0.08 0.08 off 0.08
26 off off 0.08 0.06 0.05 off 0.08
28 off off 0.04 0.05 0.04 off 0.05
27 off off 0.04 0.04 0.04 off 0.04
28 off | off 0.05 0.04 0.04 off 0.05
29 off off 0.04 0.04 0.04 off 0.04
30 off off 0.08 0.04 0.05 off 0.08
31 off off off 0.00
?
95% of 4-hour turbldlty readings 0.3 NTU? CTs ?;f; i‘;i’:)d“y ? All Gl '952"%”;' nﬁ;ﬁ;“’y poink
All 4-hour turbldity readings = 1 NTU?
All turbldlty readings < IFE? triggars Yes Yes
[Notes: Printed Darrel lzackard
l R 08/10/21
Phane# 641- 222-9997 i CERT# 2863

¥ Including continuous NTU data, If applicable, for optimization recording purposes. Campllance values in columns 12 AM through 8 PM miay not
correspond to continuous readings' maximum. ? IFE = Individ. Filter Bffl. (333-081-0040(1)(d)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form [ WIP:: A
System Name: City of Yoncalla ID#: 41009858 Month/Year: 21-May DIS'E:"::'::G?:‘;" = 0.5
l
Minimum Ci |
Date / Time Rfjslcel:l?l gl) 1:51 Contt::t)Time Actual CT Temp pH Required CT cT M:et? 3 Dpeﬁgnliogx
[ppm or mg_'ﬂ.;]; [minutes] CXT o) I forlea Yes [ No ['QPnM]
1 0.7 62 43.4 12.8 8.44 25.9 YES 360
2 0,65 62 403 12.7 8.44 25,9 YES 350
3 0.66 62 40.9 125 8.48 26.7 YES 350
4 0.8 62 37.2 12.9 8.51 28.1 YES 350
5 0.72 62 446 13.6 8.61 26.2 YES 350
6 0.59 62 36.6 13.2 8.59 26.3 YES 350
7 0.51 62 31.6 14.3 8.81 24.5 YES 350
8 0.62 62 38.4 13.5 8.60 26.0 YEE 350
9 0.66 82 40.9 13.6 8.75 27.8 YES 350
10 0.68 82 42.2 13.3 8.63 26.8 YE% 350
11 0.82 62 50.8 13.6 8.42 24.7 YE% 350
12 0.6 62 __ 3r.2 13.8 8.65 25.9 YES 350
13 0.85 82 40.3 13,6 8.70 26.9 YES 350
14 0.6 62 37.2 137 8,58 25.4 YES 350
15 0.62 62 38.4 15,0 563 23.8 YES 350
18 0.68 62 40.9 14.0 8.71 26.3 YES 350
17 0.67 62 4.5 142 876 26.5 VES 350
18 0.61 62 37.8 14.8 8.98 27.8 YE?S 350
19 0.78 62 48.4 14.9 9.09 28.9 VES 350
20 0.7 62 43.4 15.0 9.17 29.3 YES 350
21 0.56 62 34.7 16.6 8.97 28.8 YEiS 350
22 0.8 62 __ 49.6 16.3 9.20 27.5 YES 360
23 0.85 62 52.7 16.2 8.94 25.3 YES 350
24 0.94 62 _58.3 16.9 - 9,94 26.1 YES 350
25 0.72 62__ 44.6 15.1 8.75 25,0 vES 350
26 0.75 62 46.5 16.3 8.67 22.5 YES 350
27 0.77 62 417 16.3 8.77 234 YES 350
28 0.71 82_ 44.0 16.0 8.81 24.1 veS 350
29 0.93 62 57.7 17.1 8.79 22.8 YES 350
30 0.63 62 39.1 16.5 8.64 21.7 YES 350
31 62 #VALUEI #VALUE! yES 350
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7 If Cl, at entry polnt < 0.2 mg/l or CT not mat, notify DWS within 24 hours.
PAGE 2 of 2




